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140 x 190 x 390mm
Concrete Block wall

200

200

150mm Reinforced Concrete
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SECTIONB: B
SCALE : NTS
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140 x 190 x 390 Concrete [
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150mm Reinforced Concrete ———4"

Block wall

500mm Overlap
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Floor (50mm Concrete Cover)

500mm x 250mm Concrete
Foundation for Walls (20 MPa)
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Binding wire

M 16 x 300 mm
Galvanised i Bolt

5000 liter
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Standard concrete 4 x M16 x 300 mm
bricks x 3 rows plus 100 mm x 20 MPa i bolts embedded
brickforce wire concrete slab O 300 mm
between all rows
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SECTION OF STAND

WATER TANK and STAND
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DETAIL OF CONCRETE RAMP

Ramp Dimension |

16%

150mm Reinforced Concrete Slab (25Mpa)

Standard Concrete bricks

150mm Reinforced Ca

—

ncrete Slab (25 MPa)
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l Edge wall Min.150mm layer selected
* [ S S R = subgrade, or in-situ compacted
—l—— to 95% AASHTO
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: LONG SECTION D:D Foundation
450 CROSS SECTION C:C \ ) SCALE : NTS 15MPa mass concrete
SCALE : NTS Foundation Note: .
15MPa mass concrete Dimensions dependant on
site specific conditions
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2 | 500mm x 250mm Concrete Foundation for Walls (CHIEF ENGINEER)
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